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SCALE IN METRES - 1:2500
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SCALE IN METRES - 1:1000
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REFER INSET

LAYOUT PLAN
SCALE 1:2500 (m)

RETURN HEADER SIZE TBC

SUPPLY HEADER SIZE TBC

SEWAGE PUMP PITS

PRESSURISED POTABLE WATER
LINE FROM WTP DN63 HDPE

GRAVITY SEWER TRUNK
LINES DN100 PVC

DN32 POTABLE WATER
TO VEHICLE WASH

FIRE WATER RING MAIN (HDPE U/G, GALV A/G)
DN250 (HYDRANTS LOCATED BY OTHERS)

PRESSURISED SEWER MAIN
LINE TO STP DN125 PVC

NOTES:

1. THE DESIGN SHOWN IS PRELIMINARY ONLY AND SUBJECT TO CHANGE AT DETAILED DESIGN.
2. WATER AND WASTEWATER INFRASTRUCTURE IS TO BE DESIGNED AND INSTALLED IN GENERAL

ACCORDANCE WITH THE QLD PLUMBING AND WASTEWATER CODE AND AS3500 (PLUMBING AND DRAINAGE).

VEHICLE
WASHBAY

FLINDERS HWY

LOT 129
SP119557

LOT 126
DG162

LOT 1
SP119557

NORTH

MOUNT ISA RAIL LINE
LOT 127

SP108262

LOT 14
SP109470

-WARNING-

BEWARE OF UNDERGROUND SERVICES

THE LOCATION OF UNDERGROUND SERVICES ARE
APPROXIMATE ONLY AND THE EXACT POSITION
SHOULD BE PROVEN ON SITE. NO GUARANTEE

IS GIVEN THAT ALL SERVICES ARE SHOWN.

TO PROTECT THE ENVIRONMENT, CLEARING SHALL BE IN
ACCORDANCE WITH THE SPECIFICATION AND CONFINED
TO THAT REQUIRED FOR EARTHWORKS, DRAINAGE AND
FENCING. EXISTING TREES, SHRUBS AND GRASSES NOT
AFFECTED BY THE ABOVE WORKS SHALL BE RETAINED

AND DISTURBED AS LITTLE AS POSSIBLE.

INSET
SCALE 1:1000 (m)

30 m

60 m

30 m

LEGEND
SERVICES

POTABLE WATERMAIN

FIRE SERVICES WATERMAIN

GROUND WATER BORE AND WATER MAIN

WASTE WATER IRRIGATION LINE

GRAVITY SEWER LINE

PRESSURISED SEWER LINE

EXISTING WATERMAIN

W

WR

S

GENERAL

LAND ACQUISITION AREA

WASTE WATER IRRIGATION AREA (IF REQUIRED)

DCDB CADASTRE

BOUNDARY SETBACKS - 6m

PERIMETER FENCE

WATERCOURSE - DIGITISED

W

WATER TREATMENT PLANT

TANK FARM
(RAW AND POTABLE WATER)

POTENTIAL WASTEWATER
TREATMENT FACILITY

FIRE WATER
TANKS AND PUMPS

(BY OTHERS)

GROUNDWATER BORE TO
RAW WATER TANKS
(>50m FROM SPRAY FIELD)

X

LATERALS (SPACED AT 1m) WITH
DRIPPER SPACING AND LINE SIZE TBC

ALLOWANCE FOR INTERIM 800kL
TREATED WET WEATHER
STORAGE DAM (25m x 25m NOM.)

ALLOWANCE FOR INTERIM 800kL
TREATED WET WEATHER
STORAGE DAM (25m x 25m NOM.)

W

CONNECTION TO EXISTING
100mm WATERMAIN

FOR THE CONTINUATION OF THE SEWER LINE,
REFER TO UTILITIES CONNECTION PLAN -0004.

LAYDOWN AREA

MAINTENANCE
AREA

CONNECTION FROM EXISTING
100mm WATERMAIN

UGL / CPB JV
COPPERSTRING 2032 - CAMPS

CONSTRUCTION FACILITIES
WATER AND WASTEWATER PLAN

CU2-HU00-DRG-PAS-100-0008 1FOR APPROVAL
GDA20 Z55 CU2

AS SHOWN

0 ISSUE FOR APPROVAL D.McKenzie S.Edwards A.Bool 08/09/2023
1 REVISION UPDATE - ISSUE FOR APPROVAL D.McKenzie C.Squires A.Bool 08/02/2024

Arthur Bool RPEQ 10564

08/09/2023

HUGHENDEN - CAMP & LAYDOWN

THE APPROXIMATE AREA OF LAND THAT MAY BE REQUIRED IF
THIS SITE WAS TO BE APPROVED FOR TREATED WASTEWATER

IRRIGATION. HOWEVER, FLINDERS SHIRE COUNCIL HAS ADVISED
IT WOULD BE UNLIKELY TO SUPPORT ON-SITE IRRIGATION AS

THERE ARE MUNICIPAL WASTEWATER CONNECTIONS AVAILABLE
WHICH SUIT THE TOWN PLANNING SCHEME. VIABILITY OF THE

MUNICIPAL CONNECTIONS ARE TO BE CONFIRMED DURING
DETAILED DESIGN.PREFERENCE IS TO CONNECT TO COUNCIL

SEWERAGE SYSTEM AS PER DRAWING -0004.
AREA TO BE RETAINED FOR LAYDOWN YARD STORAGE.


